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1. Introduction 


 


The City of Summerside operates a Treatment Facility that services approximately 15,000 people within 


the city. The plant is a tertiary BNR system that removes ammonia, phosphorus, and nitrogen from the 


water before it leaves the facility.  The utility includes 116,077.3 meters of gravity sewer main, 9,927.9 


meters of sewer force main, and 12 lift stations.  This report is prepared to give the public a clear under-


standing of the facilities operation over the past year, 2018. 


 


2. Summary of Wastewater Effluent Data Operation 


 


The City of Summerside is required to meet maximum concentrations of 25mg/L of carbonaceous Bio-


chemical Oxygen Demand (cBOD) and 25 mg/L of Total Suspended Solids (TSS) with Faecal Coliform 


of 200 Most Probable Number (MPN) / 100ml.  These parameters are as per our Certificate of Approval 


from the Province of Prince Edward Island.   


 


3. Summary of Discharge Notifications 
 


During the calendar year 2018 there were no discharges from the Summerside Water Pollution Control 


Centre or from the Summerside Lift Stations. 


   


4. Major Operational Modifications 
 


The only major operational changes at Summerside WPCC in 2018 were all linked to new equipment 


installed as part of major construction listed under section 5 of this report.   The main operational change 


is that a (new) centrifuge is now used to mechanically dewater sludge at the beginning of the biosolids 


process instead of the Rotary Press which was used for the same job prior to the 2018 project.   General-


ly speaking, the centrifuge is able to separate more water from the sludge resulting in a dryer cake than 


results observed in the previous years with the rotary press.   


 


5. Major Construction WWTP Projects 


 


During 2018 they City of Summerside invested in plant upgrades in 3 major forms.   First was installa-


tion of a new centrifuge used for mechanical dewatering of sludge in the biosolids process.  Second, an 


ammonia removal system (water scrubber type) was added to the ventilation system of the biosolids 







 


storage warehouse to improve objectionable odors for the public.  Third was improvement to Return Ac-


tivated Sludge pumping strategy to allow sludge to be pumped at more accurate and equal rates from 


both secondary clarifiers.     


 


6. Summary of Biosolids Production 
 


The City of Summerside produced a total of 3320 metric tons of product through their N-Viro system 


during 2018. See table 4 for the breakdown of product used. 


 


7. Summary of Flow Metering 


 


The flow at the City of Summerside WWTP is measured using a Parshall flume and electronic instru-


ment and recorded on our SCADA system.  See Appendix D for daily flow readings. 


 


8. Summary of Waste Water Collection System  


 


In 2018 the City of Summerside continued to operate a modern Waste Water Collection System includ-


ing gravity mains, force mains, and lift stations. Below is a list of lift stations under the care of the City 


of Summerside which all continued to receive maintenance as per usual in 2018: 


 


Summerside Lift Station 


ID number 


Location 


LS 1 Northumberland Street 


LS 2 Eustane Street 


LS 3 Read’s Corner 


LS 4 Red Bridge 


LS 5 Crozier Drive 


LS 6 Glover’s Shore Road 


LS 7 Whitecap Drive 


LS 8 Heather Moyse Drive 


LS 9 MacKenzie Drive 


LS 10 Briggs Street  


LS 11 Granville Street 


LS 12 MacKenzie Drive #2 


 


 


 


 







  


Table 1: Summary of Wastewater Effluent Data 


 


 


 


 


 


 


Date Sampled Sample Location (WWTP) ID # 
cBOD 


(mg/L) 
TSS 


(mg/L) 


Faecal 


(MPN/100mL) 


January 10, 2018 After UV Outfall W180110001 <10 4 <2 


January 25, 2018 After UV Outfall W180125006 <10 8 <2 


February 7, 2018 After UV Outfall W180207004 <10 6 2 


February 21, 2018 After UV Outfall W180221002 <10 5 <2 


March 15, 2018 After UV Outfall W180315001 <10 4 <2 


March 21, 2018 After UV Outfall W1890321030 <10 4 <2 


April 4, 2018 After UV Outfall W180404002 <10 7 <2 


April 18, 2018 After UV Outfall W180418001 <10 4 2 


May 2, 2018 After UV Outfall W180502002 <10 6 2 


May 16, 2018 After UV Outfall W180516003 <10 6 <2 


May 31, 2018 After UV Outfall W180531007 <10 5 <2 


June 13, 2018 After UV Outfall W180613002 <10 4 <2 


June 27, 2018 After UV Outfall W180627006 <10 3 <2 


July 11, 2018 After UV Outfall W180711002 <10 6 <2 


July 25, 2018 After UV Outfall W180725003 <10 7 2 


August 8, 2018 After UV Outfall W180808004 <10 11 2 


August 22, 2018 After UV Outfall W180822002 <10 11 <2 


September 5, 2018 After UV Outfall W180905001 <10 5 <2 


September 19, 2018 After UV Outfall W180919005 <10 5 <2 


October 3, 2018 After UV Outfall W181003002 <10 4 <2 


October 18, 2018 After UV Outfall W181018001 <10 6 <2 


October 31, 2018 After UV Outfall W181031003 <10 6 4 


November 14, 2018 After UV Outfall W181114002 <10 7 2 


November 28, 2018 After UV Outfall W181128002 <10 5 <2 


December 12, 2018 After UV Outfall W181212002 <2 5 <2 







 


Table 2:  Summary of Wastewater Effluent Chemistry Data 


 


Table 3: Summary of Discharge Notifications for WPCC and Lift Stations  


 


Date Time WW Type Location 
Period of 
Discharge 


Total Dis-
charge 


Reason for Discharge 


None in 


2018 


      


 


 


Table 4:  Summary of Biosolids Production Data 


 


Sludge Total 


(Kg) 


Lime Total 


(Kg) 


Lime Dust 


Total (Kg) 


Dewatered 


Sludge Cake % 
Solids Average 


Final Product % 


Solids Average 


Product Total 


(tonnes) 


4,409,970 198,972 1,333,976 25.71 68.4 3320 


 


 


 


Date Sampled 
Sample Location (WWTP Un-


less noted Lagoon) 
ID # 


Ammonia-N 


(ppm) 
pH 


Total Nitrogen 


(ppm) 


Total Phospho-


rus (ppb) 


February 21, 


2018 
After UV Outfall W180221002 0.682 7.2 1.5 161 


May 16, 2018 After UV Outfall W180516003 0.220 7.3 0.8 119 


August 22, 2018 After UV Outfall W180822002 0.13 7.7 3.4 348 







  


Appendix A:  Effluent Wastewater Lab Reports 


See data in Table 1 of this report.  For original copies of PEI Analytical Laboratories Reports please see 


Appendix F.   


 


Appendix B: Discharge Notification Reports 


See attached 1 Discharge Notification Report for 2018.   


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 







 


Appendix C:  Biosolids Quality Lab Reports 


      


 


    Units 


      


Date 
January 4 


2018 
June 6, 


2018 
September 


24, 2018 
December 


5, 2018  


Lot Number 2018-1 2018-2 2018-2 2018-2 
 


Lab Number 
C170005-


70005 
C17072-


70004 
C17137-


70016 
C17201-


70006 
 


 


    
 Fecal Coliform <3 <3 <3 <1.8 MPN/gdry 


Salmonella Negative Negative Negative Negative MPN/4g 


pH 9.84 12.05 11.82 7.89 
 Volatile Solids 20.07 25.67 26.63 26.14 % 


Ammonia (NH3-N) 2121.96 1575.69 1370.99 3441.13 ug/g 


TNV 75.25 62.25 55.11 64.50 % 


Total Phosphorus (As P2O5) 
ICP method 0.93% 1.43% 


5355.96 
ug/g 7195 ug/g % or ug/g 


Nitrogen (Total) 1.25 1.28 2.06 1.71 % 


Phosphorus (Available P2O5) 0.9 1.3 1.4 1.6 % 


Potassium (Soluble K2O) 0.3 BDL 0.2 0.4 % 


Aluminium 706.50 870 892 1234 ug/g 


Boron 24.89 28.69 13.74 30.17 ug/g 


Calcium 304900 291950 158725 324750 ug/g 


Copper 42.95 82.65 69.20 115.15 ug/g 


Iron 1198 1558.5 1391.5 2340 ug/g 


Magnesium 1174.5 1457 1035 2047 ug/g 


Manganese 82.8 103 72.65 123.85 ug/g 


Phosphorus EPA method 
3050/6010  4071.5 6265 3889.50 7195 ug/g 


Potassium EPA method 
3050/6010 4549.5 3829.5 1623.5 3430.5 ug/g 


Sodium 2655.5 1766 931.5 1491.50 ug/g 


Sulphur 1777.50 2148 1433.5 2735 ug/g 


Zinc 39.67 82.75 57.3 89.2 ug/g 


Organic Matter @ 550deg C 11.71 25.67 26.63 26.14 % 


Moisture (as received) 32.10 28.88 27.38 25.04 % 


Total Carbonate %CCE 78.26 60.30 56.79 54.8 
 Sieve #10 (% Passing) 88 79.7 80.9 96 % 


Sieve #60 (% Passing) 75.20 66.30 51.9 82.4 % 


Sieve #100 (% Passing) 71.40 63.20 46.2 79 % 


Arsenic 1.69 BDL BDL 1.6 ug/g 







  


Cadmium BDL BDL BDL BDL ug/g 


Chromium 4.13 9.09 3.73 8.07 ug/g 


Cobalt BDL BDL BDL BDL ug/g 


Lead 5.21 3.37 2.99 3.36 ug/g 


Mercury 0.15 BDL 0.25 0.14 ug/g 


Molybdenum 1.2 1.5 BDL 1.8 ug/g 


Nickel 2.97 5.14 2.74 4.88 ug/g 


Selenium BDL 1.19 1.61 BDL ug/g 


Notes:  All Data above is from testing performed by A&L Laboratories 


BDL = Below Detection Limit 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 







 


Appendix D:  Daily Flow Meter Readings for Summerside WPCC 


Note:  Readings are in cubic meters per day 


Day Jan Feb Mar Apr May June July Aug Sep Oct Nov Dec 


1 6097 6875 6877 9271 8883 9491 7534 7696 6699 7216 8052 10047 


2 7394 8266 7358 8510 9364 8509 8204 7916 6706 7216 10785 11800 


3 7709 6512 7986 8353 9101 8182 8054 7778 7669 9726 15524 13256 


4 8873 9302 7362 12100 11228 8575 8064 7191 7584 7538 9793 11646 


5 7698 14331 8254 8664 9657 8587 8249 8062 7223 7378 9398 11077 


6 6571 7054 7495 8635 9254 8552 8754 7955 6785 6767 13052 10454 


7 6662 6580 6874 8972 9640 7937 7202 8662 7062 6760 11216 10484 


8 6993 6482 7310 8501 9322 8972 7444 7785 6650 8156 9958 9970 


9 6901 6577 7832 8261 8750 8243 7989 10360 6765 7868 10169 9883 


10 6512 7938 6934 7754 8646 7784 7937 8937 7228 7566 12382 10019 


11 8386 7269 7176 7718 8899 8253 8102 7332 7739 8394 9738 9831 


12 10122 7939 7641 8084 8014 8008 7420 7284 7307 8283 9852 9686 


13 7638 7939 7512 9009 7858 8100 7624 7850 6862 7448 12174 9384 


14 6830 6749 8548 8084 7883 10270 7308 8092 7099 7156 10536 9456 


15 7373 6978 8093 7674 8013 8592 7514 8195 6364 8065 9466 9289 


16 7213 7529 7618 8097 7459 7937 8236 7919 6510 7169 9953 9004 


17 7115 6314 6939 9208 7605 7839 8336 7524 7202 7743 9923 9700 


18 6886 6362 6912 8858 7613 9038 8024 10687 7424 7278 9235 10207 


19 7097 6570 7387 8635 7495 8496 7881 7584 7436 7263 9593 9217 


20 6768 6660 7172 9353 7462 8567 7765 7977 7018 6937 9458 9028 


21 6270 9165 7353 8322 7589 8026 7055 7809 7003 6921 9831 13091 


22 6614 7002 6829 8256 7747 8156 7469 8015 6344 6606 9090 15139 


23 11181 6585 7224 8615 8550 7745 8062 7769 6435 6254 9007 11066 


24 8223 6907 7004 8763 8195 8023 8024 7734 7003 8783 8605 10476 


25 6706 6714 6674 8505 8897 9617 8297 6918 7270 8969 8547 9081 


26 6716 7281 7244 8481 8140 8197 8364 7059 7797 7950 9492 9751 


27 6913 6808 7248 8096 8484 7348 7884 7773 6696 9128 11011 10129 


28 7150 6840 8467 8577 8455 8929 7192 7719 9436 10714 11600 10446 


29 6705  8350 8263 8283 8694 7651 7511 7139 9232 11140 10781 


30 6709  8433 9563 8268 7702 8243 7138 7094 8896 12221 9398 


31 6604  9961  7860  7865 7300  8533  9894 


 


 


 


 


 


 


 


 


 


 


 







  


Appendix E 


Ortho Map 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 







 


Appendix F 


Test Results – PEI Lab Analytical Results 







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180110001City of Summerside: Wastewater Treatment Plant


1/10/2018


1/10/2018


Summerside Water Pollution Control Plant After UV Outfall


Winston Gallant


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


Approved By: Date: 1/11/2018Patti Larsen


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 1/16/2018Scott Brown


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 1/11/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180110001


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, January 10, 2018


For your information and interpretation.


Summerside Water Pollution Control Plant


After UV Outfall


 68,726.00


WasteWater


Andrew MacDonald


1/17/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180125006City of Summerside: Wastewater Treatment Plant


1/25/2018


1/25/2018


Summerside Water & Sewer After U.V Outfall, WWTP


Mike Harris


Wastewater - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 1/26/2018Julie Schroeder


 1.00mg/L8TSS*WML_04M


 1.00mg/L8TSS*WML_04M


Approved By: Date: 1/25/2018Patti Larsen


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 1/30/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180125006


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Thursday, January 25, 2018


For your information and interpretation.


Summerside Water & Sewer


After U.V Outfall, WWTP


PE


 68,726.00


WasteWater


Andrew MacDonald


1/31/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180207004City of Summerside: Wastewater Treatment Plant


2/7/2018


2/7/2018


Summerside Water Pollution Control Plant After UV outfall


Mike Harris


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN2Faecal coliforms A1*WML_09M


 10.00mg/L<10CBOD*WML_07M


 2.00MPN2Faecal coliforms A1*WML_09M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 2/13/2018Scott Brown


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


Approved By: Date: 2/8/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180207004


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, February 7, 2018


For your information and interpretation.


Summerside Water Pollution Control Plant


After UV outfall


PE


 68,726.00


WasteWater


Andrew MacDonald


2/13/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180221002City of Summerside: Wastewater Treatment Plant


2/21/2018


2/21/2018


Summerside Water Pollution Control Plant WWTP, After UV Outfall


Randy McCourt


Wastewater - Effluent


Method ID Parameter


Water Chemistry Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 0.00pH (pH Units)7.2pH for Water*WCL_04M


 0.00pH (pH Units)7.2pH for Water*WCL_04M


 0.00pH (pH Units)7.2pH for Water*WCL_04M


 0.00pH (pH Units)7.2pH for Water*WCL_04M


 10.00ppb161Total Phosphorus*WCL_08M


 10.00ppb161Total Phosphorus*WCL_08M


 10.00ppb161Total Phosphorus*WCL_08M


 10.00ppb161Total Phosphorus*WCL_08M


 0.50ppm1.5Total Nitrogen*WCM_05M


 0.50ppm1.5Total Nitrogen*WCM_05M


 0.50ppm1.5Total Nitrogen*WCM_05M


 0.50ppm1.5Total Nitrogen*WCM_05M


 0.10ppm0.682Ammonia-N*WCL_02M


 0.10ppm0.682Ammonia-N*WCL_02M


 0.10ppm0.682Ammonia-N*WCL_02M


 0.10ppm0.682Ammonia-N*WCL_02M


 0.00pH (pH Units)7.2pH for Water*WCL_04M


 0.00pH (pH Units)7.2pH for Water*WCL_04M


 0.00pH (pH Units)7.2pH for Water*WCL_04M


 0.00pH (pH Units)7.2pH for Water*WCL_04M


 10.00ppb161Total Phosphorus*WCL_08M


 10.00ppb161Total Phosphorus*WCL_08M


 10.00ppb161Total Phosphorus*WCL_08M


 10.00ppb161Total Phosphorus*WCL_08M


 0.50ppm1.5Total Nitrogen*WCM_05M


 0.50ppm1.5Total Nitrogen*WCM_05M


 0.50ppm1.5Total Nitrogen*WCM_05M


 0.50ppm1.5Total Nitrogen*WCM_05M


 0.10ppm0.682Ammonia-N*WCL_02M


 0.10ppm0.682Ammonia-N*WCL_02M


 0.10ppm0.682Ammonia-N*WCL_02M


 0.10ppm0.682Ammonia-N*WCL_02M


Approved By: Date: 2/22/2018Lori Brine


Date of Analysis available upon request.


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 2/22/2018Julie Schroeder


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M







 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 2/27/2018Patti Larsen


 1.00mg/L5TSS*WML_04M


 1.00mg/L5TSS*WML_04M


 1.00mg/L5TSS*WML_04M


 1.00mg/L5TSS*WML_04M


Approved By: Date: 2/22/2018Scott Brown


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180221002


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, February 21, 2018


For your information and interpretation.


Summerside Water Pollution Control Plant


WWTP, After UV Outfall


PE


 68,726.00


WasteWater


Andrew MacDonald


3/1/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180315001City of Summerside: Wastewater Treatment Plant


3/15/2018


3/15/2018


Summerside Water Pollution Control Plant After UV outfall


Winston Gallant


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 3/20/2018Patti Larsen


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 3/16/2018Scott Brown


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


Approved By: Date: 3/15/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180315001


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Thursday, March 15, 2018


For your information and interpretation.


Summerside Water Pollution Control Plant


After UV outfall


PE


 68,726.00


WasteWater


Andrew MacDonald


3/23/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180321030City of Summerside: Wastewater Treatment Plant


3/21/2018


3/21/2018


Summerside Water Pollution Control Plant After UV Outfall


Chad Fraser


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 3/27/2018Patti Larsen


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


Approved By: Date: 3/23/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180321030


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, March 21, 2018


For your information and interpretation.


Summerside Water Pollution Control Plant


After UV Outfall


PE


 68,726.00


WasteWater


Andrew MacDonald


3/27/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180404002City of Summerside: Wastewater Treatment Plant


4/4/2018


4/4/2018


Summerside Water Pollution Control Plant After UV Outfall


Randy McCourt


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 1.00mg/L7TSS*WML_04M


 1.00mg/L7TSS*WML_04M


 1.00mg/L7TSS*WML_04M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 1.00mg/L7TSS*WML_04M


 1.00mg/L7TSS*WML_04M


 1.00mg/L7TSS*WML_04M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 4/10/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180404002


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, April 4, 2018


For your information and interpretation.


Summerside Water Pollution Control Plant


After UV Outfall


PE


 214,890.00


WasteWater


Andrew MacDonald


4/10/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180418001City of Summerside: Wastewater Treatment Plant


4/18/2018


4/18/2018


Summerside Water Pollution Control Plant After U.V. Outfall


Mike Harris


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 4/24/2018Julie Schroeder


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


Approved By: Date: 4/19/2018Patti Larsen


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


Approved By: Date: 4/19/2018Scott Brown


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180418001


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, April 18, 2018


For your information and interpretation.


Summerside Water Pollution Control Plant


After U.V. Outfall


PE


 68,726.00


WasteWater


Patti Larsen


4/26/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180502002City of Summerside: Wastewater Treatment Plant


5/2/2018


5/2/2018


Summerside Water Pollution Control Plant After UV Outfall


Randy McCourt


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


Approved By: Date: 5/3/2018Patti Larsen


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


Approved By: Date: 5/3/2018Scott Brown


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 5/8/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180502002


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, May 2, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV Outfall


PE


 68,726.00


WasteWater


Sandra Pinkham


5/8/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180516003City of Summerside: Wastewater Treatment Plant


5/16/2018


5/16/2018


Summerside Water Pollution Control Plant After UV outfall


Wastewater - WWTP - Effluent


Method ID Parameter


Water Chemistry Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 10.00ppb119Total Phosphorus*WCL_08M


 10.00ppb119Total Phosphorus*WCL_08M


 10.00ppb119Total Phosphorus*WCL_08M


 10.00ppb119Total Phosphorus*WCL_08M


 0.50ppm0.8Total Nitrogen*WCM_05M


 0.50ppm0.8Total Nitrogen*WCM_05M


 0.50ppm0.8Total Nitrogen*WCM_05M


 0.50ppm0.8Total Nitrogen*WCM_05M


 0.10ppm0.220Ammonia-N*WCL_02M


 0.10ppm0.220Ammonia-N*WCL_02M


 0.10ppm0.220Ammonia-N*WCL_02M


 0.10ppm0.220Ammonia-N*WCL_02M


 0.00pH (pH Units)7.3pH for Water*WCL_04M


 0.00pH (pH Units)7.3pH for Water*WCL_04M


 0.00pH (pH Units)7.3pH for Water*WCL_04M


 0.00pH (pH Units)7.3pH for Water*WCL_04M


 0.00pH (pH Units)7.3pH for Water*WCL_04M


 0.00pH (pH Units)7.3pH for Water*WCL_04M


 0.00pH (pH Units)7.3pH for Water*WCL_04M


 0.00pH (pH Units)7.3pH for Water*WCL_04M


 10.00ppb119Total Phosphorus*WCL_08M


 10.00ppb119Total Phosphorus*WCL_08M


 10.00ppb119Total Phosphorus*WCL_08M


 10.00ppb119Total Phosphorus*WCL_08M


 0.50ppm0.8Total Nitrogen*WCM_05M


 0.50ppm0.8Total Nitrogen*WCM_05M


 0.50ppm0.8Total Nitrogen*WCM_05M


 0.50ppm0.8Total Nitrogen*WCM_05M


 0.10ppm0.220Ammonia-N*WCL_02M


 0.10ppm0.220Ammonia-N*WCL_02M


 0.10ppm0.220Ammonia-N*WCL_02M


 0.10ppm0.220Ammonia-N*WCL_02M


 0.00pH (pH Units)7.3pH for Water*WCL_04M


 0.00pH (pH Units)7.3pH for Water*WCL_04M


 0.00pH (pH Units)7.3pH for Water*WCL_04M


 0.00pH (pH Units)7.3pH for Water*WCL_04M


 10.00ppb119Total Phosphorus*WCL_08M


 10.00ppb119Total Phosphorus*WCL_08M


 10.00ppb119Total Phosphorus*WCL_08M


 10.00ppb119Total Phosphorus*WCL_08M


 0.50ppm0.8Total Nitrogen*WCM_05M


 0.50ppm0.8Total Nitrogen*WCM_05M


 0.50ppm0.8Total Nitrogen*WCM_05M


 0.50ppm0.8Total Nitrogen*WCM_05M


 0.10ppm0.220Ammonia-N*WCL_02M


 0.10ppm0.220Ammonia-N*WCL_02M







 0.10ppm0.220Ammonia-N*WCL_02M


 0.10ppm0.220Ammonia-N*WCL_02M


Approved By: Date: 5/23/2018Lori Brine


Date of Analysis available upon request.


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 5/17/2018Patti Larsen


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


Approved By: Date: 5/17/2018Scott Brown


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 5/22/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180516003


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, May 16, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV outfall


PE


 68,726.00


WasteWater


May 16/18 Confirmed date and time of sample


Sandra Pinkham


5/24/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180531007City of Summerside: Wastewater Treatment Plant


5/31/2018


5/31/2018


Summerside Water Pollution Control Plant After UV outfall


Randy McCourt


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 6/1/2018Julie Schroeder


 1.00mg/L5TSS*WML_04M


 1.00mg/L5TSS*WML_04M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 1.00mg/L5TSS*WML_04M


 1.00mg/L5TSS*WML_04M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 6/5/2018Patti Larsen


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180531007


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Thursday, May 31, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV outfall


PE


 68,726.00


WasteWater


Patti Larsen


6/5/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180613002City of Summerside: Wastewater Treatment Plant


6/13/2018


6/13/2018


Summerside Water Pollution Control Plant After UV outfall


Randy McCourt


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


Approved By: Date: 6/15/2018Julie Schroeder


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 6/14/2018Patti Larsen


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 6/19/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180613002


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, June 13, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV outfall


PE


 68,726.00


WasteWater


Sandra Pinkham


6/19/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180627006City of Summerside: Wastewater Treatment Plant


6/27/2018


6/27/2018


Summerside Water Pollution Control Plant After UV Outfall


Winston Gallant


Wastewater - WWTP


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 1.00mg/L3TSS*WML_04M


 1.00mg/L3TSS*WML_04M


 1.00mg/L3TSS*WML_04M


 1.00mg/L3TSS*WML_04M


 1.00mg/L3TSS*WML_04M


 1.00mg/L3TSS*WML_04M


Approved By: Date: 6/29/2018Patti Larsen


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 6/28/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180627006


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, June 27, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV Outfall


PE


 68,726.00


WasteWater


Sandra Pinkham


7/3/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE C1E 0B7


Sample Number:Client Name:


Sample Location:


Date Sampled:


Water Type:


W180711002


Winston GallantJuly 11, 2018


Date Received: Wastewater - WWTPJuly 11, 2018


City of Summerside: Water Department: Owen MacDonald


Sampler:


Page 1 of 1


Sample Point: Summerside Water Pollution Control Plant After UV Outfall


Water Microbiology Results (analysed at 23 Innovation Way)


Method ID Parameter Units Detection LimitResults


Julie Schroeder
WML_07M * CBOD mg/L<10  10.00


WML_09M * Faecal coliforms A1 MPN<2  2.00


WML_04M * TSS mg/L6  1.00


Julie SchroederApproved By: Laboratory Technician


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


ppm = parts per million  ppb = parts per billion


                       Ammonia is equivelent to (Ammonia + Ammonium)-N


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.


End of Report







For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Communities, Land and 


Environment


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


Canada C1A 7N8


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Approved by: Julie Schroeder


Field Notes:


WATER QUALITY ASSESSMENT


Sample Location:


Sample Number:


Client Phone No.:


Civic Address:


Community:


Date Sampled:


Sampler:


Sample Information:


Wednesday, July 11, 2018


PP_NO: Reference:


Watertype:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Andrew MacDonaldWinston Gallant 68,726.00


WasteWater


City of Summerside: Water Department: Owen MacDonald


Summerside


15 Seaweed Rd


After UV Outfall


902-439-5322


W180711002


7/17/2018


Sample Point: Summerside Water Pollution Control Plant


City of Summerside: Water Department: Owen 


MacDonald


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180725003City of Summerside: Wastewater Treatment Plant


7/25/2018


7/25/2018


Summerside Water Pollution Control Plant After UV Outfall


Winston Gallant


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 1.00mg/L7TSS*WML_04M


 1.00mg/L7TSS*WML_04M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 1.00mg/L7TSS*WML_04M


 1.00mg/L7TSS*WML_04M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 1.00mg/L7TSS*WML_04M


 1.00mg/L7TSS*WML_04M


Approved By: Date: 7/27/2018Patti Larsen


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 7/31/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180725003


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, July 25, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV Outfall


PE


 68,726.00


WasteWater


Sandy Pinkham


7/31/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180822002City of Summerside: Wastewater Treatment Plant


8/22/2018


8/22/2018


Summerside Water Pollution Control Plant After UV Outfall


Randy McCourt


Wastewater - Effluent


Method ID Parameter


Water Chemistry Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 0.00pH (pH Units)7.7pH for Water*WCL_04M


 0.00pH (pH Units)7.7pH for Water*WCL_04M


 0.00pH (pH Units)7.7pH for Water*WCL_04M


 0.00pH (pH Units)7.7pH for Water*WCL_04M


 10.00ppb348Total Phosphorus*WCL_08M


 10.00ppb348Total Phosphorus*WCL_08M


 10.00ppb348Total Phosphorus*WCL_08M


 10.00ppb348Total Phosphorus*WCL_08M


 0.50ppm3.4Total Nitrogen*WCM_05M


 0.50ppm3.4Total Nitrogen*WCM_05M


 0.50ppm3.4Total Nitrogen*WCM_05M


 0.50ppm3.4Total Nitrogen*WCM_05M


 0.10ppm0.130Ammonia-N*WCL_02M


 0.10ppm0.130Ammonia-N*WCL_02M


 0.10ppm0.130Ammonia-N*WCL_02M


 0.10ppm0.130Ammonia-N*WCL_02M


 0.00pH (pH Units)7.7pH for Water*WCL_04M


 0.00pH (pH Units)7.7pH for Water*WCL_04M


 0.00pH (pH Units)7.7pH for Water*WCL_04M


 0.00pH (pH Units)7.7pH for Water*WCL_04M


 10.00ppb348Total Phosphorus*WCL_08M


 10.00ppb348Total Phosphorus*WCL_08M


 10.00ppb348Total Phosphorus*WCL_08M


 10.00ppb348Total Phosphorus*WCL_08M


 0.50ppm3.4Total Nitrogen*WCM_05M


 0.50ppm3.4Total Nitrogen*WCM_05M


 0.50ppm3.4Total Nitrogen*WCM_05M


 0.50ppm3.4Total Nitrogen*WCM_05M


 0.10ppm0.130Ammonia-N*WCL_02M


 0.10ppm0.130Ammonia-N*WCL_02M


 0.10ppm0.130Ammonia-N*WCL_02M


 0.10ppm0.130Ammonia-N*WCL_02M


Approved By: Date: 8/28/2018Lori Brine


Date of Analysis available upon request.


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 8/23/2018Patti Larsen


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M







 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 8/28/2018Scott Brown


 1.00mg/L11TSS*WML_04M


 1.00mg/L11TSS*WML_04M


 1.00mg/L11TSS*WML_04M


 1.00mg/L11TSS*WML_04M


 1.00mg/L11TSS*WML_04M


 1.00mg/L11TSS*WML_04M


Approved By: Date: 8/23/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180822002


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, August 22, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV Outfall


PE


 68,726.00


WasteWater


Scott Brown


9/21/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180808004City of Summerside: Wastewater Treatment Plant


8/8/2018


8/8/2018


Summerside Water Pollution Control Plant After UV Outfall


WInston Gallant


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


Approved By: Date: 8/9/2018Patti Larsen


 1.00mg/L11TSS*WML_04M


 1.00mg/L11TSS*WML_04M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 1.00mg/L11TSS*WML_04M


 1.00mg/L11TSS*WML_04M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 8/14/2018Scott Brown


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180808004


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, August 8, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV Outfall


PE


 68,726.00


WasteWater


Scott Brown


8/14/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180905001City of Summerside: Wastewater Treatment Plant


9/5/2018


9/5/2018


Summerside Water Pollution Control Plant After UV Outfall


Randy McCourt


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 1.00mg/L8TSS*WML_04M


 1.00mg/L8TSS*WML_04M


 1.00mg/L8TSS*WML_04M


 1.00mg/L8TSS*WML_04M


Approved By: Date: 9/7/2018Julie Schroeder


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 9/6/2018Patti Larsen


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180905001


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, September 5, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV Outfall


PE


 68,726.00


WasteWater


Patti Larsen


9/11/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W180919005City of Summerside: Wastewater Treatment Plant


9/19/2018


9/19/2018


Summerside Water Pollution Control Plant After UV Outfall


Winston Gallant


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 9/20/2018Julie Schroeder


 1.00mg/L5TSS*WML_04M


 1.00mg/L5TSS*WML_04M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 1.00mg/L5TSS*WML_04M


 1.00mg/L5TSS*WML_04M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 9/25/2018Patti Larsen


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W180919005


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, September 19, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV Outfall


PE


 68,726.00


WasteWater


Patti Larsen


9/25/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W181003002City of Summerside: Wastewater Treatment Plant


10/3/2018


10/3/2018


Summerside Water Pollution Control Plant After UV Outfall


Mike Harris


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


 1.00mg/L4TSS*WML_04M


Approved By: Date: 10/4/2018Scott Brown


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 2.00MPN4Faecal coliforms A1*WML_09M


 2.00MPN4Faecal coliforms A1*WML_09M


 2.00MPN4Faecal coliforms A1*WML_09M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 2.00MPN4Faecal coliforms A1*WML_09M


 2.00MPN4Faecal coliforms A1*WML_09M


 2.00MPN4Faecal coliforms A1*WML_09M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 2.00MPN4Faecal coliforms A1*WML_09M


 2.00MPN4Faecal coliforms A1*WML_09M


 2.00MPN4Faecal coliforms A1*WML_09M


Approved By: Date: 10/4/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Ben Lanigan


W181003002


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, October 3, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV Outfall


PE


 68,726.00


WasteWater


Sandra Pinkham


10/9/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W181018001City of Summerside: Wastewater Treatment Plant


10/18/2018


10/18/2018


Summerside Water Pollution Control Plant After UV outfall


Sam Arsenault


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 10/23/2018Julie Schroeder


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 10/19/2018Patti Larsen


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


Approved By: Date: 10/19/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Ben Lanigan


W181018001


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Thursday, October 18, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV outfall


PE


 68,726.00


WasteWater


Patti Larsen


10/23/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W181031003City of Summerside: Wastewater Treatment Plant


10/31/2018


10/31/2018


Summerside Water Pollution Control Plant After U.V. Outfall


Mike Harris


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN4Faecal coliforms A1*WML_09M


 2.00MPN4Faecal coliforms A1*WML_09M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 2.00MPN4Faecal coliforms A1*WML_09M


 2.00MPN4Faecal coliforms A1*WML_09M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 11/6/2018Patti Larsen


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


 1.00mg/L6TSS*WML_04M


Approved By: Date: 11/2/2018Scott Brown


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W181031003


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, October 31, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After U.V. Outfall


PE


 68,726.00


WasteWater


Patti Larsen


11/6/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W181114002City of Summerside: Wastewater Treatment Plant


11/14/2018


11/14/2018


Summerside Water Pollution Control Plant After U.V. Outfall


Mike Harris


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


 2.00MPN2Faecal coliforms A1*WML_09M


Approved By: Date: 11/15/2018Patti Larsen


 1.00mg/L7TSS*WML_04M


 1.00mg/L7TSS*WML_04M


 1.00mg/L7TSS*WML_04M


 1.00mg/L7TSS*WML_04M


 1.00mg/L7TSS*WML_04M


 1.00mg/L7TSS*WML_04M


Approved By: Date: 11/15/2018Scott Brown


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 11/20/2018Sandra Pinkham


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Ben Lanigan


W181114002


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, November 14, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After U.V. Outfall


PE


 68,726.00


WasteWater


Sandra Pinkham


11/20/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W181128002City of Summerside: Wastewater Treatment Plant


11/28/2018


11/28/2018


Summerside Water Pollution Control Plant After UV Outfall


Chad Fraser


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 1.00mg/L5TSS*WML_04M


 1.00mg/L5TSS*WML_04M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 1.00mg/L5TSS*WML_04M


 1.00mg/L5TSS*WML_04M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


Approved By: Date: 12/5/2018Patti Larsen


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W181128002


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, November 28, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After UV Outfall


PE


 68,726.00


WasteWater


Scott Brown


12/5/2018







PEI Analytical Laboratories - Water Quality Test Report


23 Innovation Way, Charlottetown, PE


Sample Number:


Water Type:


Sampler:


Sample Location:


Date Received:


Date Sampled:


Sample Point:


Client Name:


Page 1 of 1


W181212002City of Summerside: Wastewater Treatment Plant


12/12/2018


12/12/2018


Summerside Water Pollution Control Plant After U.V. Outfall


Mike Harris


Wastewater - WWTP - Effluent


Method ID Parameter


Water Microbiology Results


Results Detection LimitUnits


(analysed at 23 Innovation Way)


 1.00mg/L5TSS*WML_04M


 1.00mg/L5TSS*WML_04M


 1.00mg/L5TSS*WML_04M


 1.00mg/L5TSS*WML_04M


Approved By: Date: 12/13/2018Julie Schroeder


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 10.00mg/L<10CBOD*WML_07M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


 2.00MPN<2Faecal coliforms A1*WML_09M


Approved By: Date: 12/13/2018Patti Larsen


Date of Analysis available upon request.


Legend: MPN = Most Probable Number


cfu/100 mls = colony forming unit per 100 millilitres mg/L = milligrams per litre


* = method accredited by Standards Council of Canada; nd = not detected; na = not analysed


Results in this report relate only to those parameters tested.  This report may not be reproduced except in full, without written approval from the 


laboratory.







Environment, Labour and 


Justice


Environment Division


PO Box 2000


Charlottetown


Prince Edward Island


WATER QUALITY ASSESSMENT


Tel 902 368 5044


Toll free 1 866 368 5044


Fax 902 368 5830


www.gov.pe.ca/enveng


Client Name:


Sample Number:


Sample Point:


Sample Location:


Client Phone No.:


Civic Address:


Community:


Sample Information:


Date Sampled:
PP_NO: Sampler: Reference:


Watertype:


Field Notes:


Interpretation of Results:


Note:  Please see reverse side for the results for specific parameters analysed.  


The results and interpretation contained in this report relate only to those parameters tested.


Approved by:


Andrew MacDonald


W181212002


City of Summerside: Wastewater Treatment Plant


275 Fitzroy St


Summerside, PE


Canada


C1N 1H9


City of Summerside: Wastewater Treatment Plant


902-432-1274


Wednesday, December 12, 2018


For your information and interpretation. If you have any questions please contact the PEI 


Drinking Water and Wastewater Management Section at 902-368-5043.


Summerside Water Pollution Control Plant


After U.V. Outfall


PE


 68,726.00


WasteWater


Patti Larsen


12/19/2018






